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(1) 12" ALUMINUM CABLE TRAY, WIRE-MESH TYPE, 4" SIDE—RAIL, MOUNT
€9 (D= ABOVE LAY—IN CEILING IN APPROXIMATE LOCATIONS INDICATED.
62 Kl SUPPORT FROM STRUCTURE AT A MINIMUM OF 8-0" ON CENTER
R < AND WITHIN 1'-0" OF EACH END WITH TWO 1/2" DIAMETER ALL
dy THREAD RODS AND HANGER KITS. USE TRAPEZE HANGER FOR CABLE
- TRAY, DO NOT CENTER MOUNT HANGER, HANGER SHALL SUPPORT
FULL WIDTH OF CABLE TRAY AND BE HUNG FROM CEILING WITH ALL
THREAD RODS. FOR HORIZONTAL TEE'S AND 90 DEGREE TURNS FOR
6 12" ALUMINUM CABLE TRAY, FIELD CUT AND FABRICATED. PROVIDE
, RADIAL SWEEPING TURNS. SEE CABLE TRAY NOTES.
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1 . 4 {2) INSTALL COMMUNICATIONS OUTLET IN CASEWORK. RUN CABLES
L) CONCEALED IN CASEWORK. HOMERUN (1) 1” SCHEDULE 40 PVC
. CONDUIT FROM, UNDERFLOOR TO NEAREST WALL, TURN UP
X CONCEALED IN WALL TO 4" ABOVE FLOOR, CONVERT TO EMT, THEN
é) RUN CONCEALED UP IN WALL AND OVERHEAD ABOVE ACCESSIBLE
6 CEILNG TO TELECOMMUNICATIONS ROOM.
4 ©9 (3) (2) 4" CONDUITS ROUTED ABOVE ACCESSIBLE CEILING FOR
4 & T COMMUNICATIONS CABLING. COORDINATE WITH ALL RESPECTIVE
W oL B DISCIPLINES. FIRESTOP/SEAL PENETRATIONS AS REQUIRED. REFER TO
v FIRESTOPPING NOTES ON PLANS AND SPECIFICATIONS.
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